
 
 

REQUEST FOR QUOTATION 2016-14 

Sprinkler System Testing and Maintenance  

Addendum #2 Dated Oct 19, 2015 

 
 

1. As requested at the prebid meeting, please see attached breakdown, by building, of wet 

systems, dry systems, valves, Flow Alarms, PIV and Stand Pipes. 

 

The interior location and access to each area will be provided to the award recipient during a 

post award walk through and/or first testing done. 

 

2. Clarification from a discussion at the prebid meeting - Contractors shall provide and use their 

own ladders and lifts for all work as needed, including accessing the Sprinkler Control Valves, 

Flow Switches and Drain Valves during testing and for all Sprinkler repair/install work, unless 

use of CCSU equipment has been approved.   

 

3. Bid due date of October 26, 2015 at 3:00 PM remains the same. 

 

 

 
 

 

All other terms, conditions and specifications in the RFP remain the same. 

End of Addendum #2 
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BUILDING WET 

RISER 
DRY 
SYSTEM 

OS&Y 
VALVES 
W/TAMPER 

BUTTER FLY 
VALVES/ 
BALL VALVES 
W/TAMPERS 

FLOW 
ALARMS 

P.I.V. STAND 
PIPE 
DRY 

STAND 
PIPE 
WET 

 

OFF SITE 
I.T.B.D. 

185 MAIN ST, NB 

1 1 6 6 8 1 0 2  

OFF SITE 
EARLY 

LEARNING 
1285 EAST ST, 

NB 

1 0 3 0 0 0 0 0  

OFF SITE 
NEW GROUNDS 
195 COCCOMO 

CIR, NB 
 

1 0 2 0 1 0 0 0  

CCSU 
PUBLIC SAFETY 
1500 EAST ST, 

NB 

1 1 2 6 4 1 0 0  

ARUTE FIELD 
 

1 0 2 0 1 1 0 0  

EAST HALL 
 

1 0 2 4 5 1 0 1  

ENERGY 
CENTER 

1 1-PRE 
ACTION 

4 2 3 1 0 0  

COPERNICUS 
GARAGE 

0 0 0 0 0 0 1 0  

COPERNICUS 
(EAST) PUMP 

HOUSE 
 

0 0 5 8 2 1 0 0  

COPERNICUS 
HALL 

1 0 2 13 9 1 0 4  

VANCE 
ACADEMIC 
GARAGE 

0 0 0 0 0 0 2 0  

VANCE 
ACADEMIC 

CENTER 

1 0 2 10 6 1 0 2  

MARCUS 
WHITE/MARCUS 
WHITE ANNEX 

 

1 1 2 8 7 1 0 1  

SOCIAL 
SCIENCE 

(A.K.A. SSH) 

1 1 4 9 7 1 0 2  

JAMES 
HALL 

1 0 20 0 17 0 0 2  

BARROWS 
HALL 

1 1 10 1 8 0 0 2  

BARROWS 
HALL 

(SOUTH) PUMP 
HOUSE 

0 0 12 2 1 2 0 0  

CARROLL 
HALL 

1 0 2 4 5 1 0 0  

 
 
 
 
 
 
 
 
 

         



 
 
 
 
 
 
 
 
 
 
 
 
 

BUILDING WET 
RISER 

DRY 
SYSTEM(
s) 

OS&Y 
VALVES 
W/TAMPER 

BUTTER FLY 
VALVES/ 
BALL VALVES 
W/TAMPERS 

FLOW 
ALARMS 

P.I.V. STAND 
PIPE 
DRY 

STAND 
PIPE 
WET 

 

SETH NORTH 
HALL 

 

1 0 2 4 5 1 0 0  

BEECHER 
HALL 

1 0 2 4 5 1 0 0  

DILORETTO 
HALL 

1 0 5 0 2 0 0 0  

DAVIDSON 
HALL 

2 3 4 8 8 1 0 1  

BARNARD HALL 
 

1 0 3 0 2 0 0 0  

MALONEY (FINE 
ARTS) HALL 

 

1 0 2 3 4 0 0 2  

WELTE 
GARAGE 

0 0 0 5 0 0 4 0  

WELTE 
HALL 

1 1 5 11 13 1 0 0  

STUDENT 
CENTER 

 

1 1 4 5 6 0 0 2  

STUDENT 
CENTER 
GARAGE 

0 0 0 0 0 0 1 0  

MID CAMPUS 
RES HALL 

(A.K.A. M.C.R.H.) 

1 1-PRE 
ACTION 

2 17 11 1 0 2  

KAISER HALL 
ANNEX 

1 0 2 0 1 0 0 0  

KAISER HALL 1 1-PRE 
ACTION 

2 10 9 1 0 0  

SHERIDEN 
(NORTH) 

PUMPHOUSE 

0 0 14 2 1 0 0 0  

SAM MAY HALL 
 

1 0 2 4 5 1 0 0  

SHERIDEN HALL 
 

1 0 2 7 7 1 0 1  

GALLAUDETTE 
HALL 

1 0 2 8 8 1 0 1  

VANCE 
RESIDENTIAL 

HALL 
 

1 0 3 17 15 1 0 2  

 

 
 


